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NOTES:
1. All solenoid wiring should be per

National Electric Code.

2. Solenoid is general duty suitable
for air and water to maximize flow
at maximum pressure of 60 psi.

Rely 4C TO L1

Solenoid L1 to 4NO 2—Way Shutoff Valve
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L2 ASCO P/N 8262G220—115VAC

— OR EQUIVALENT
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