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1/4” Tubing
(Customer Supplied)
1/4” TUBING
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. . Notes:
(Insite Supplied)
1) Sensor Material: Epoxy, Polyurethane, PVC, 316 SS
1—=1/2"NPT CABLE TO 2) Oxygen measurements should be take 2ft. below
ANALYZER the surface and 3ft. from the wall.
3) Measurement element surface should not be facing
|4‘ downward in order to avoid collecting air bubbles.
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