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115/230 VAC
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Sensor Input 1-4

5x20mm, 1/4 AMP, 250V
TIME DELAY FUSE
(GCD-250mA)

\ ON/OFF SWITCH
x OPTIONAL HEATER

/ 115 0OR 230 VAC @ 50 OR 60 HZ
MAIN POWER CONNECTION

]

MODBUS INTERFACE (RS-485)

ANALOG OUTPUT (0-20 or 4-20mA)
600 OHMS MAX. LOAD

Circuit Breaker meeting IEC—947—-3 must be on
line supply, in close proximity to equipment and
shall be marked as the disconnecting devise for
the equipment.

A

_O_O_O_O_O_O_O_OVO_O_ 10] O_O_O. O }ZU WILL ZO§>~L_L< Oozmczm _mem -
SEESEEIEEEEEEEEE THAN 25 WATTS. g
10 1C INC 2M0 2C 26C N0 3C JuC 4n0 ac anc [0 C) M0 E
o
CLEAN RELAY CONTACTS 3
PROGRAMABLE RELAY CONTACTS =
RATED 6 AMPS AT 250 VAC 2
RESISTIVE LOAD. 5
& |
BIVENSIONS A N INCHES CONTRACT N _ i G B Whisperwood Bivd
LERAN nsi Suite 107
Wﬂnnno»__.ow ”w_mhh__”% DRAWN DATE Slidell, LA 70458
XXX £.00S TITLE - D
DO NOT SCALE DRAWING CHECK
CUSTOMER CONNECTION
MATERIAL | DESIGN _/\_ _Hv D _ L. w
FINISH APPROVED SIZE DWG ND. REV
SPEC. CUSTOMER O H H m D w _N H_. H_. H_. -
SCALE NTS | [ sHEET 1 OF 1

A 3 4




